In India most part receives 4 -7 kWh of solar radiation per square meter per day with 200 -250 sunny days in a year. Tamilnadu state also receives the highest annual radiation in India. In this paper, the grid connected photovoltaic plant has a peak power of 80 KWp supplies electricity requirement of GRT IET campus during day time (7 hrs) and reduces load demand and generates useful data for future implementation of such PV plant projects in the Tamilnadu 
Introduction
In India roof top grid connected solar photovoltaic power plant installations have been increased day by day due to launch of Jawaharlal Nehru National Solar Mission (JNNSM) by the Ministry of New and Renewable Energy India. The main idea of the Jawaharlal Nehru National Solar Mission is to achieve 20 GWp solar power generation capacity by 2020. In India 30% contribution of renewable energy sources is the main energy supply and by conventional methods the electricity generation in India is increasing continuously [1] .
The role of renewable energy sources in India's main energy supply is about 30%. By conventional and renewable resources, the development of electricity generation in India is increasing continuously. Renewable energy increases the grid capacity by almost 4 times from year 2002 onwards. In April 2002, the installed capacity based on renewable energy was 3497 MW (Mega Watt) which was 3% of the country's total installed capacity. It has become 40,799 MW on 30 Nov. 2014, which is about 16% of the total installed capacity according to IEA report.
The energy from sun can be utilized directly or indirectly in the form of solar energy. Solar energy plays an important role in reducing the harmful gases for environment produced during the electricity generation. Solar energy has three different technologies: solar photovoltaic produces solar power electricity, and solar cooling and heating. Based on IEA report before 2050, around 11% of the global energy demand could be satisfied by the solar energy.
International energy agency IEA report informs by solar photovoltaic technology could stop 100 Giga tons of CO 2 emissions in the period of 2008-2050. Solar energy reduces grid transmission lines propagation cost, does not affect the cultivated land. International Energy Agency (IEA)'s report informs that before 2050 around 11% of the global energy demand could be fulfilled by the solar energy [2] .
Site Detail
Thiruthani is a town in the state of Tamil Nadu, India. It is located in 84 kilometers (52 miles) from Chennai and 15 kilometers (9.3 miles) from the state of Andhra Pradesh. Thiruthani is located at 13.18˚N 79.63˚E. It has an average elevation of 76 meters (249 feet). Summers start in February and go on until early September, with average temperatures around 30˚C (86˚F). The monsoon season starts in September only and goes on up till October, with average rainfall and with average temperatures sliding from 25˚C (77˚F) to 21.5˚ C (70.7˚F). Winters start in December. The total annual rainfall is about 998 mm (39.23 in). Annual mean daily solar radiation in Thiruthani is about 5.23 KWh/m 2 /day, and there are about 200 -250 clear sunny days in a year. GRT IET has a vast amount of unused rooftop area. It can be used for the purpose, as it receives high sunshine for most of its part. It's about 5200 sq. mts total roof top area. Figure 1 shows the Google map GRT institute of engineering technology location in Tamilnadu state.
Photovoltaic Plant Details
This plant is comprised of Vicram Solar Eldora 250P mono crystalline silicon PV modules. The PV modules are arranged in parallel strings 80 modules each, with total 320 modules and connected in 4 Conext CL20000 E in- verters installed with supporting structure, plus connection boxes, irradiance and temperature measurement instrumentation and data logging system. The transformer less inverters are tied to the national grid via a 440V/11 kV transformer with electrical energy meter. The solar PV system is mounted on a stainless steel support structure facing south and tilted with an angle of 30˚. Such a tilt angle was chosen to maximize yearly energy production. Figure 2 shows the GRT IET PV plant. Table 1 shows PV plant detail [2] .
Transformer Less String Inverter
Three phase transformer less grid tied string inverter designed for high efficiency, easy installation and maximum yield. The inverter converts the solar electric (photovoltaic or PV) power into utility grade electricity. The inverter is designed to collect maximum available energy from the PV array by constantly adjusting its output power to track maximum power point (MPP) of the PV array. The inverter has two MPPT channels (MPPT1 and MPPT 2). A maximum of four string inputs can be connected to each independent MPPT channels. The two independent PV arrays can operate at different peak power points, to capture the maximum possible energy. The inverter accommodates PV arrays with open circuit voltages up to maximum of 1000 VDC. This inverter is a transformer less design and therefore has no galvanic isolation. This proposed grid tied power plant paper presents the new design, development and performance analysis of a grid connected PV inverter. Table 2 and Table 3 show the inverter details. 
Solar Radiation and Insulation Analysis
Solar radiations were collected from the different places in plant to estimate the solar radiation the incident global irradiance of array plane in plant cell, the ambient temperature of PV cell, the DC output power of each array and the AC output power of PV plant of GRT IET were measured for every 5 min and stored in the custom data logging system and also embedded Web server via Ethernet. The monthly AC output energy generated at the grid was stored in internal custom data logging system. Figure 4 shows the monthly averaged solar radian and Figure 5 shows the total in-plane insulation together with the monthly ambient temperature averaged over the daytime hours in the year 2015. The highest value of total in-plane insulation was in March with 205.886 kWh/m 2 and the lowest in November was 121.88 kWh/m 2 . The annual insulation was 1908.96 kWh/m 2 , and the mean ambient temperature was 33.10˚C [3] .
The average insulation data for Thiruthani is presented in the Table 4 below. Since the peak power output of solar modules is delivered at STC of 1000 W/m 2 insulation, the actual power output depends upon the insulation at the place.
Performance Evaluation Methodology
As per IEC standards the following main parameters are evaluated to find the PV system performance: 
Final Yield (YF)
The total energy generated by the PV plant for a particular period (E) divided by the rated output power generated (P PV , Rated ) of the installed PV system is called the Final yield (Y F ), at the standard test conditions (1000 W/m 2 irradiance, 25˚C ambient temperature and air mass 1.5 g)
Reference Yield (YR)
Reference yield is defined as the ratio of total in plane solar insulation (H t ) (kWh/m 2 ) to the reference irradiance (G) (1kW/m 2 ).
Performance Ratio (PR)
Performance ratio (PR) is defined as the ratio of the final yield (Y F ) to the reference yield (Y R ). Performance ratio is dimensionless quantity and it is normalized to performance parameter w.r.t incident solar radiation. It shows the overall effect of losses. This parameter is used to evaluate the long term changes in the performance of PV plat. Performance ratio PR values indicate the loss in the performance of the system year wise.
Capacity Factor (CF)
The capacity factor (CF) is defined as the ratio of actual annual energy generated by the of the PV plant installed (E AC,a ) to the amount of PV system energy generate if it operates at full rated power (P PV, rated ) for 24 hour per day for year and is given as:
System Efficiency
System efficiency is defined as the ratio of the energy generated (E AC, D ) to the incident irradiance (H t ) at the module area (A a ) given as:
The efficiency of the system:
where P max = Maximum Power generated i.e. multiple of maximum current (I max ), maximum voltage (V max ) & Fill Factor (FF), Ht = Incident irradiance, A a = Module area.
The above performance parameters provide the overall system performance with respect to energy production, solar resource, and overall effect of system losses.
Factors Affecting the Performance of PV Module

PV array Ratings
PV arrays are rated under standard conditions as listed below:
• Specified illumination (1000 W/m 2 ), • Spectrum of the light, • Specified temperature (25˚C/77˚F). This is called the Standard Test Condition (STC) rating and is the figure that appears on the PV module nameplate label.
Expected Performance
Due to several unavoidable environmental factors, a PV array produces only around 60% to 70% of its peak STC-rated output for a well designed and installed PV system on a typical day.
Temperature and Reduced Output
The PV array temperature affects the output of the entire system. As the temperature of the array surface rises, its energy output decreases. The arrays mounted on roof also collect the heat generated by the roof surface (or trapped under the array) and will produce less output than pole-mounted arrays, which allow greater air circulation behind the panels.
Partial Shade
The shading of even only a single module of the array reduces the output of the entire system. For example, the shadow is caused by a utility wire or tree branch on a portion of the array's surface. Partial shading reduces the total output.
Other Factors
Other factors that contribute to system losses are:
• Dust or dirt on the array, • Smog or Fog, • Mismatched PV array modules, with slight inconsistence in performance from one module to another, • Wire losses, • Utility grid voltage.
Performing General Maintenance
The simple routines ensure long years of service and optimal performance of the inverter and PV system.
• Keeping the unit away from dust and debris, • Cleaning the PV array under non-illuminated conditions whenever it is visibly dirty, • Periodically inspecting the system to make sure that all the wiring and supports are securely in place,
• Maintaining a log of system performance readings so that PV plant performance becomes analyzed periodically.
Total Output
The average Energy generated from photovoltaic power plant are tabulated on daily basis and here the average 6 month energy output is calculated by multiplying average monthly energy output with total number of days for 6 month. Kilo watt-Hour (kWh) means 1000 watts consumed for a period of 1 hour and kWh is a unit of energy [1 kWh = 3600 kJ]. Table 5 shows the Monthly Generated Output in kWh. Figure 6 shows the Simulink model of Monthly generated output in kWh. Figure 7 shows the monthly averaged solar energy generated, total load consumed and power reduced due to solar panel in plant. Monthly averaged solar energy generated, total load consumed and power reduced due to solar panel.
System Analysis
The PV plant system in GRT IET was fully monitored to assess the performance of the system with the local power grid. PV plant performance is evaluated by using the parameter final yield (YF), reference yield (YR), performance ratio (PR) and the capacity factor (CF) was calculated as per IEC Standard 61724 [4]- [6] . The final yield is defined for 6 month AC energy output of the system divided by the peak power of the installed PV array at standard test conditions (STC) of 1000 W/m 2 solar irradiance and 25˚C cell temperature.
System Performance Analysis
The performance of solar photo voltaic power plant is a function of climatic conditions, equipment used and system design. The main parameters for evaluation of solar photo voltaic power system performance as per International Energy Agency (IEA) Standards are as follows. Hence, The capacity factor of GRT IET Campus for six months is 18.26%. The capacity factor for all 6 months is given below. System efficiency for 6 month is 4.16 %. Table 6 shows the overall performance of GRT IET power plant in Thiruthani. Figure 8 monthly averaged final yield, reference yield, performance ratio, and capacity factor and system efficiency in (y/d).
Loss Analysis
The performance ratio of PV system is the final yield divided by the reference yield; it represents the total losses in the system when converting from name plate DC rating to AC output. The typical losses in GRT IET plant includes losses due to panel degradation (ƞdeg), temperature (ƞtem), soiling (ƞsoil), internal network (ƞnet), inverter (ƞinv), and system availability and grid connection network (ƞppc) [6] .
While the array yield (Y A ) is defined as the annual or daily energy output of the PV array divided by the peak power of the installed PV, the system losses (L S ) are gained from the transformer less inverter, and the array capture losses (L C ) are due to the PV array losses. The monthly array capture loss for all 6 months is given below. The monthly system loss for all 6 months is given below. The incident global irradiance of PV plant in the array plane, the ambient temperature of PV cell , the DC array output power of each cell and the PV plant of GRT IET AC output power were measured every 5 min and stored in custom data logging system and also embedded Web server via Ethernet. Figure 9 shows the Monthly averaged final yield, array yield loss, array capture loss and system loss in (y/d). Table 7 gives recording cycle for the PV plant installed. Figure 4 shows the monthly averaged total in-plane insulation together with the monthly ambient temperature averaged over the daytime hours. The highest value of total in-plane insulation was in March with 205.886 KWh/m 2 and the lowest in November was 121.88 KWh/m 2 . The annual insulation was 1908.96 kWh/m 2 , and the mean ambient temperature was 33.10˚C [7] .
Monthly Array Yield Loss
Monthly Array Capture Losses
Monthly System Losses
The PV plant generated 64182.86 KWh in 6 months, Figure 9 shows the monthly averaged array capture losses and system losses. The monthly averaged array yield ranged from 802.285 (h/d) (April) to 127.51 (h/d) (September), the average 6 month final yield and the reference yield were 802.285 (h/d) and 957.09 (h/d) respectively. The monthly averaged array losses ranged from 175.65 h/d (April) to 124.309(h/d) (September), and the system losses ranged from 0.18 (h/d) (April) to 0.2430.18 (h/d) (September). The performance ratio was distributed within the range of 71.3% -82.1%, and 6 month mean value was 83.82%. The total final yield was 802.285 (h/d). The average capacity factor was 18.26%.
The method followed to calculate the various losses of the PV plant can be described as follows; the ambient daytime temperature, the in-plane solar radiation, the array DC power and the PV plant AC output power are calculated with an every 5 min frequency during a typical day per month. The nominal instantaneous array DC output power per every 5 min and the total array output energy are calculated using the solar radiation data and the technical specifications of the photovoltaic panels used in plant. The real PV array output power is simulated gradually by adding the various losses of the array; temperature and the soiling losses, degradation modulus losses. The efficiency of a PV panel depends on the operating temperature and the power density of the solar radiation. If temperature of the PV panels increases the efficiency of the PV power panel decreases linearly, since the peak power of the PV panels refers to STC conditions. In different temperatures variation the output power of the PV panels depends on the difference of the PV panel temperature, the standard STC temperature In summer the monthly average hourly PV module temperature varied within 37.4˚C to 28.4˚C, and the ambient temperature ranged between 34.5˚C and 30.7˚C. In winter, the average hourly PV module temperature ranged between 31.9˚C and 28.4˚C. The temperature losses coefficient (ƞ tem ) can be calculated as
where β is the temperature factor of the PV module. The PV cell temperature (T C ) is correlated with the air temperature (T a ) as follows
where nominal temperature NOCT (45˚C) is the operational cell temperature and G is the power density at the particular time. The coefficients of temperature losses were calculated with every 5 min frequency and the annual losses were calculated and summed to 7.12%. The PV panel's continuous operation normally covered with a fine layer of dust and dirt, decreasing the amount of light fall on each PV cell. The amount of power loss due to soiling (ƞ soil ) depends on the type of dust, last rainfall and the cleaning maintenance schedule of the PV module in plant. In GRT IET power plant the monthly coefficients were empirically estimated based on the rainfall data of the site. The soiling losses were calculated 5% -6% during the winter and 7% -8% during the summer period in the year, resulting in annual losses at 6.5% in 2015.
A 5% mismatch of power loss due temperature and soiling losses with the real recorded output power was observed in our plant. This mismatch can be considered with PV panel degradation losses (ƞdeg) due to ageing of plant; this is in full agreement with experimental studies and manufacturers declarations and warranties, whereas the initial power declarations lie at 5% with a lifetime maximum of 20%.
The transformer less inverter conversion losses were calculated with a 5 min frequency by subtracting the array DC output power from the AC output power and by normalizing the DC wiring and interconnection losses (ƞ net = 6%) and Finally, the monthly availability and national grid connections losses (ƞ ppc ) were calculated as the ratio of the sold energy to the grid divided by the AC overall output energy of the plant are shown in Figure  7 .
The availability and grid connection losses (ƞ PPC ) range from 0.3 (April, May) to 19.9% (September), with an annual average of 4.54%. The losses are very low (<1%) in March, April, may and June and there is an increase from august, September.
The various 6 month losses of the PV Plant can be summarized in Table 9 . 
Economic Analysis
Four methods are considered for financial analysis of the power project via (i) pre-tax scenario, (ii) post-tax scenario, (iii) pre-tax with equity and (iv) post-tax with equity for both on-site and off-site options. The financial analysis of plant is considered for 25 years of plant life. In pre-tax scenario financial performances for the project work are determined without considering the tax and duties. For post-tax scenario 0% tax is taken for first 10 years and 4% afterwards is specified for the solar power plant in Tamilnadu. Also, 7% depreciation is considered for first ten years and 1.33% afterwards. The cost analysis is based upon the following factors [8] .
Cost of Inverter
The cost of the three phase transformer less inverter is shown in Table 10 . Inverter cost includes wiring box, wiring box mounting bracket, Relay and RPO connector, Modbus RC terminator RJ45 plug.
Cost of PV System
The cost of the rooftop solar photovoltaic panel is shown in Table 11 . The cost includes total cost of 80KWp PV panel with subsidy.
Total Cost
The total cost of whole plant including inverter and PV panel and operation and maintenance cost is shown in Table 12 .
Per Unit Energy Cost
Our GRT Institute of Engineering and Technology installed PV system life is 25 years. So, the cost per unit of energy by the designed system will be: Total cost of the system: 70111.335 $ (USD), Average daily bright sunshine hours: 7, 
Environmental Impacts
Before developing of any new technology we need to consider the following impact on environment.
1) Land use Solar systems can be minimized by placing them at lower-quality locations such as brown fields, abandoned mining land and transmission corridors. Smaller scale solar PV panels can be built on homes or commercial buildings, also have minimal land use impact.
2) Water use Solar Photo voltaic cell does not use water for generating electricity.
3) Hazardous materials
The photo voltaic cell manufacturing industries uses a number of hazardous materials. most of them are used to clean and purify the semiconductor surface, These chemicals are similar to used in the general semiconductor industry, include 1,1,1-trichloroethane, acetone ,hydro chloric acid, sulfuric acid, nitric acid, and hydrogen fluoride.
Latest Technology Development
Advances in Solar Cell Technology
The new technology is in solar cell by Light-Sensitive Nano particles and Gallium Arsenide. Light-Sensitive Nano particles increase radiant light absorption in Panels up to eight percent more efficient at converting sunlight. Gallium Arsenide model of PV cell uses a sensor-driven window blind that can track sun light along with "light-pipes" that guide the light into the system 6.6.2. Molten Salt Storage By using Molten Salt Storage Technology solar plants can operate at temperatures over 500 degrees Celsius, it results in a much higher power output. Due to Molten Salt Storage Technology costs to store solar power will be reduced significantly and companies will finally use solar power plants as base load plants.
Solar Panel with Built-In Battery
Solar Panel with Built-In Battery technology is rechargeable battery is built into the solar panel itself, rather than operating as two standalone systems. By combing the two methods into one system costs will be reduced by 25% compared to existing products.
Advances in Solar Cell Manufacturing
Magnesium Chloride-Thin Film Technology Thin film technology is the next generation of solar panels with narrow coatings of cadmium telluride in solar cells. This technology promises to be a much cheaper and more efficient way to commit the photovoltaic process. Magnesium chloride is found from seawater, an abundant resource, which makes the resource very low cost, as well as non-toxic, due to thin film technology increase in efficiency of solar cells from 2% to up to 15%.
New Solar Applications
Roads with Solar Panels Solar panels on Roads are used to reduce large amounts of electricity to the grid. This solar panel on road will help to reduce the major barrier to industrial scale already solar roadways have been used in Netherlands.
Solar Plants on the Water
Another method to erect solar plants on the water, since over 70% of the Earth's surface is covered in water.
Space-Based Satellites
From sunlight Space-based satellites capture and convert the microwave energy into electrical energy. These types of space-based satellite technologies surely capture nearly ninety percent of sunlight. India, China and Japan are investing heavily in space based technologies right now.
Conclusions
The performance analysis of a grid connected PV system in Tamilnadu Thiruthani GRT IET has been investigated.
The following conclusions can be drawn: -Average 6 month PV plant energy output in 2015 is 64,182.86 KWh.
-Average 6 month performance ratio of the plant is 83.2%. -The average 6 month capacity factor is 18.26%. 
